¢ 8" FLANGED STEAM OUTLET TO BE REPLACED BOILER CASING

a REMOVE CASING PANELS. CONTRACTOR TO SANDBLAST PANELS.
2 1" SAFETY VALVE SET AT 131 PSI TO ) CASING TO BE REINSTALLED WITH NEW GASKETS FOR PANEL INSULATION.
BF REPLACED io %/EFEQEP\@EEE SELAT 141 P BOLTS ARE TO BE REPLACED AS REQUIRED OR INSTRUCTED BY THE
3" SAFETY VALVE SET AT 136 PSI TO BE 2 315" TAP FOR SOOT BLOWER COR.
REPLACED CONNECTION REPLACED ﬂ
FURNACE AND CONVECTION WALLS:

3 ”»
F{‘*EPKEEDFOR FEED WATER REGULATOR 10 Bt REMOVE REFRACTORY AND INSULATION.

LV INSTALL NEW TILE AND BACK—UP INSULATION AS PER REQUIREMENTS.

TAP FOR STEAM GAGE TO BE REPLACED :H |

Y. 20 12" . g g - 5 1/2" |- - REMOVE ASBESTOS ON UPPER DRUM END CAPS TILE TO BE SUBMITTED TO THE GOVI. FOR APPROVAL.
1 %" TAP FOR WATER COLUMN CONNECTION
TO%BE REPLACED R %" TAP FOR VENT TO BE REPLACED ENCAPSULATE ASBESTOS ONUPPER DRUM  gapri e waLL: REMOVE EXISTING TILE AND INSTALL NEW REFRACTORY TILE

+ '] ] T TT — — EXIST. STEEL COVER LOWER FRONT WALL: REMOVE AND INSTALL FIRE BRICK
I / - BURNER: TEAR OUT AND FURNISH FACTORY APPLIED BURNER TILE AND BULL

2" FLANGED FEED CONNECTION TO BE — TARGET WALL: TEAR OUT AND INSTALL FIREBRICK WITH CASTABLE CAP

REPLACED 2" FLANGED FEED CONNECTION TO BE REPLACED Q RIGHT AND LEFT SIDEWALLS: TEAR OUT AND INSTALL NEW FIREBRICK WITH CASTABLE CAP

) BLANK OFF WITH BLIND FLANGED
1 Ji" TRAP FOR WATER COLUMN CONNECTION ( ) o FURNACE FLOOR:
TO BE REPLACED. TEAR OUT FIRE BRICK AND INSULATION
1" TAP FOR CONTINUOUS BLOW DOWN. CONNEC INSTALL NEW INSULATION AND TWO (2) LAYERS OF FIREBRICK

WITH INTERNAL PIPE c o o 0O 00
74" TAP FOR FEED WATER REGULATOR INSTALL NEW INSULATION AND CANVAS TO FOUR DRUMS HEADS TO MATCH EXISTING INSULATION.
INSTALL NEW LAGGING AND INSULATION TO STEAM DRUM
7 3/4" MUD DRUM:
" NOTE: RE-FACE TWO MAN—WAY RINGS

ALL ITEMS NOTED TO BE REPLACE SHALL /4
BE WILL NEW INDUSTRIAL PARTS AS PER b, |
REQUIREMENTS OF SPECIFICATIONS. 1/

REPLACE REFRACTORY & BAFFLES AS REQUIRED

4/FORNEW CONDITION VL
1" TAP FOR CHEMICAL FEED ] @
CONNECTION — WITH
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SECTION 1-] SECTION 2-—2

REPLACE 2” FLANGED ~ BLOW-OFF VALVE / :
o Haa s SOUTH ELEVATION VIEW
- 7 ALL SIDES WALL FURNACE \\ ATOMZING AR
REPLACE4™ X 7 5 3/8" TUBES- 3” 0.D. REPLACE ATOMIZING. STEAM
OBSERVATION DOORS (BOTH SIDES) x ,, )
» p d
| - 10, PIPE SLERVE ', /I ‘g?;i_, ATOMIZING STEAM/AIR SEPARATOR SYSTEM & CONDENSATE RETURN
i ] : R . m A DESCRIPTION SIZE TYPE OF MATERIAL QTY
b ‘ _____________ — PACK WITH PLASTIC AIR/STEAM SEPARATOR r a ol lg' T PIPE BIK A=105 " SCH 80 2 LENGTHS
i1/ INSULATION ACCUMOLATER ':‘ - - 2. 90° ELLS THREAD 1" FORGE STEEL 20004 12
e + s ‘ = 3. 45°ELLS THREAD 17 FORGE STEEL 20004 4
REPLACE FRONT PLATE | i POCCOTOYOOOTOW noors (UNLINED) X = Al ! ‘ 4, TEE'S 1 FORGE STEEL 2000# 8
& BURNER [THROAT AS | | o o o / R i I’ ’ | 5. _UNIONS 1 FORGE STEEL 20004 10
REQUIRED FIOR NEW | | o Og 0 O 6-10 1/4 /L P SAFETY, LIMIT & LINE PRESS 9 , 6. CK VALVES emeren 1" BRONZE 2504 4
| | O O O ~ ; 7. 1SO. CONTR VALVE 1" FORGE STEEL VOQT 4
BURNER \ | | GO Og o o ~ W/MATER SEAL 3 8. COUPLINGS 1" FORGE STEEL 3
| i 0o Og 5 5 TRAP SECTION =1 2=y e " 3 9. WELD CAPS g 2 172" BLK WELE CAPS 2
| | X )
< | | do o9 O ¢ ,, o — == . - 10. STRAINER Y-TYPE 1 2504 1
= | \J - A O O 2 2 LW OFF / 11. BLK BUSHINGS SIZES £ 17 X1/4" FS. 4
- | = o 09 0 0 S 3/8" STEEL PIPE i 21 §})/§ £3 2
A ol S| GBOLR Loy S A 2 \? * INSTEAD OF COPPER TUBING I! /8 FS 1
o | ! 0 0 P o / URNER  TERMINAL/CONTROL RM TO FIELD 2 12.1S0. GATE VALVE _ 1/2"  FORGE STEEL VOQT 3
- = o do of 9 < = r 13. 90°ELLS THREADED 1/2 FORGE STEEL 2000# 8
4 ! ! Jo o9 o O 24" ] NOTE. 14. A5"ELLIS THREADED 1/2” FORGE STEEL 2000# 4
| | O O O : . 15. TEE'S 1/2" FORGE STEEL 20004 3
| | do o° o 0 CUT PRESENT CONDENSATE LINE; RE—PIPE BACK INTO VERTICAL ‘ 16, CK VAIVES ooy 172" 500 >
| i i 08 o 57 1 — BLOW OFF STEAM/ AIR PIPED PARALLEL TO BOILER CASING BACK el el ik , T STANER i 1504 1
| | o o 0 INTO DRAIN BOX ( HING TYPE/RELIEFS & STEAM DRUM VENTS) ‘ 3 ONONS 77 FORGE STEEL 30007 ;
: AL SIDES WAL GO Og o a TYPICAL LAYOUT SIZES 1” BURNER AR & SUPPLY/ATOMIZING AR NORTH ELEVATION VIEW "0 TRAP ETTHER 77 :
| / CURNACE TIUBES . @mLOO cdoon06d & STEAM MIN. 1" EXTRA HEAVY/W — TORQE STEEL FITTINGS WITH " BUCKET OR
' - e e L / Z DOUBLE CHECKS BOTH STEAM & AR (* UPSTEAM OF DA CHECKS THERMOSTATIC
_____________ FOR AR 150# FITTINGS,/PIPE ETC. CONTROL
. 20. PRESSURE GANGES 17 7
/’_- = 0TO 200TH LM 1/4”
1" WATER WALL BC 4" TO 4 }3" FACE
DRAIN VALVES 12" NOTE:
(BOTH SIDES) CONTRACTOR TO SUBMIT SHOP DRAWINGS FOR GOVT. REVIEW. THIS IS ONLY A GENERAL
PLAN SECTION A—A GUIDELINE OF PARTS SCHEDULE TO BE INCORPORATED INTO THE CONTRACTOR'S SHOP
DRAWINGS ALONG WITH OTHER PARTS TO BE INSTALLED IN EACH INDIVIDUAL SUBMITTAL.
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